
DESCRIPTION:

SALIENT FEATURES:

Inverted bucket steam trap with all stainless steel

internals, for high pressure steam systems.

The inverted bucket arrangement operates on the

density difference between steam and water, giving a

cyclic operation for discharge of the accumulated

condensate.

High condensate handling capacities even at low

pressures, permit the use of small trap sizes to suit

many applications.

The valve and valve seat are hardened by a special

induction hardening process to withstand continuous,

prolonged operation.

Perfect shut-off, no steam loss.

Robust, maintenance-free, fully guaranteed.

15, 20, 25, 40, 50 mm NB

½", ¾", 1", 1½", 2")

SW / Flanged*

* Sizes 40 NB & 50 NB with welded-on flanges.

Non IBR / IBR.

Max. pressure rating 63 kg/cm (g) /
65 kg/cm (g)

Max. temperature rating 426 ºC / 510 ºC

Cold hydro test pressure 130 kg/cm (g)

Maximum operating back pressure at the outlet
should not exceed 90% of the inlet pressure

Minimum diff. pressure for
satisfactory operation 0.1 kg/cm

SIZES:
(
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2
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2
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INSTALLATION:
The trap must be fitted vertically, with the
inlet from the bottom and the outlet at the
top. Correct vertical fitment is essential for
easy movement of the bucket. Care must be
taken to ensure that the trap level is below
the level of the equipment to be drained. The
bypass arrangement should be above the
level of the trap.

Fitment of a strainer before the trap inlet is
recommended to prevent entry of dirt/
foreign particles into the trap. Full-port
isolation valves should be fitted before and
after the trap, to be used when the trap has
to be opened for maintenance.

IMPORTANT:
Ensure that the trap is primed by opening the
inlet valve only a crack, at commissioning,
allowing water to fill the trap before the steam
enters. Once steam enters, the inlet valve
should be opened fully.

The trap should be installed as close as
possible to the equipment to be drained. For
new pipelines, ensure that the lines are
properly flushed, prior to fitting the trap.
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